SEATTLE DISTRICT ADDENDUM


29 MAY 1998


FOR





SECTION 05300





STEEL DECKING





The following revisions shall be made to the Guide Specification for all projects which are to be constructed by, or are under the direction of the Seattle District Corps of Engineers.





1.  Paragraph 3.6:  Add Paragraph 3.6 as follows:





	3.6  LOADS





There shall be no loads suspended directly from the steel deck, either on a temporary basis as during derection, or of a permanent nature.  Provision shall be made for permanent support of items including, but 


not limited to, electrical and mechanical equipment, duct, pipe, conduit, and acoustic ceiling grid hangars by attachment directly to structural members.  Method of attachment shall be subject to approval.








END OF ADDENDUM








