SECTION 01703

WARRANTY OF CONSTRUCTION

1. PART 1   GENERAL

1.1   SUBMITTALS

Submittals shall be made in accordance with SECTION 01330: SUBMITTAL PROCEDURES.  Submittal dates shall be as defined in PART 3 of this section.

2. PART 2   PRODUCTS (NOT APPLICABLE)

3. PART 3   EXECUTION

3.1   WARRANTY OF CONSTRUCTION (APR 1994) (FAR52.246-21):

In addition to any other warranties in this contract, the Contractor warrants, except as provided in paragraph 3.1.9 of this Clause, that work performed under this contract conforms to the contract requirements and is free of any defect in equipment, material, or design furnished, or workmanship performed by the Contractor or any subcontractor or supplier at any tier.

This warranty shall continue for a period of 1 year from the date of final acceptance of the work or beneficial occupancy by the owner.  If the Government takes possession of any part of the work before final acceptance, this warranty shall continue for a period of 1 year from the date the Government takes possession.

The Contractor shall remedy at the Contractor's expense, any failure to conform, or any defect.  In addition, the Contractor shall remedy, at the Contractor's expense, any damage to Government-owned or controlled real or personal property, when that damage is the result of:

a.  the Contractor's failure to conform to contract requirements or

b.  any defect of equipment, material, workmanship, or design furnished.

The Contractor shall restore any work damaged in fulfilling the terms and conditions of this clause.  The Contractor's warranty with respect to work repaired or replaced will run for 1 year from the date of repair or replacement.

The Government will notify the Contractor, in writing or by telephone, after the discovery of any failure, defect, or damage.  The Contractor shall furnish, and maintain, a 24 hour emergency telephone number as the point of contact.  For failures, defects, or damage causing loss of power, heating, air conditioning or air distribution the Contractor shall respond and mitigate the problem within 4 hours and twenty four (24) hours for all other systems. 

If the Contractor fails to remedy any failure, defect, or damage within 5 working days after receipt of notice, the Government will have the right to replace, repair, or otherwise remedy the failure, defect, or damage at the Contractor's expense.

With respect to all warranties, express or implied, from subcontractors, manufacturers, or suppliers for work performed and materials furnished under this contract, the Contractor shall:

a.  obtain all warranties that would be given in normal commercial practice;

b.  require all warranties to be executed, in writing, for the benefit of the Government, if directed by the Contracting Officer; and

c.  enforce all warranties for the benefit of the Government, if directed by the Contracting Officer.

In the event the Contractor's warranty under paragraph 3.1.2 of this clause has expired, the Government may bring suit at its expense to enforce a subcontractor's, manufacturer's, or supplier's warranty.

Unless a defect is caused by the negligence of the Contractor or subcontractor or supplier at any tier, the Contractor shall not be liable for the repair of any defects of material or design furnished by the Government nor for the repair of any damage that results from any defect in Government-furnished material or design.

This warranty shall not limit the Government's rights under the Inspection of Construction clause of this contract with respect to latent defects, gross mistakes, or fraud.

3.2   ADDITIONAL WARRANTY REQUIREMENTS

3.2.1   Pre-Warranty Conference

Prior to contract completion and at a time designated by the Contracting Officer the Contractor shall beet with the Contracting Officer to develop a mutual understanding with respect to the requirements of the Paragraph:  WARRANTY OF CONSTRUCTION.  Communication procedures for the Contractor notification of warranty defects, priorities with respect to the type of defect and other details deemed necessary by the Contracting Officer for the execution of the construction warranty shall be established/reviewed at this time.  The Contractor will furnish the name, telephone number and address of the service representative who is authorized to initiate and pursue warranty work action on behalf of the Contractor.  This single point of contact will be located within the local service area of the warranted construction, will be continuously available, and will be responsive to Government inquiry on warranty work action and status.  This requirement does not relieve the Contractor of any contractual responsibilities in connection with the paragraph WARRANTY OF CONSTRUCTION.  

NOTE:  Local service area is defined as the area in which the Contractor or his representative can meet the response times as described in paragraph WARRANTY OF CONSTRUCTION and in any event shall not exceed 200 miles radius of the construction site.

3.2.2   Equipment Warranty Identification Tags

The Contractor shall provide warranty identification tags on all Contractor and Government furnished equipment that is Contractor installed.   (Same equipment as listed on the Equipment-In-Place List required under 01705 EQUIPMENT-IN-PLACE LIST).  

The tags and information shall be suitable for interior and exterior locations, resistant to solvents, abrasion, and to fading caused by sunlight, precipitation, etc.  These tags shall have a permanent pressure-sensitive adhesive back, and shall be installed in a position that is easily noticeable.  If the equipment surface is not suitable for adhesive back tags, the Contractor shall submit an alternative to the Government for review and approval.  Contractor furnished equipment that has differing warranties on its components will have each component tagged/identified.).  Lettering on the tags shall be block-type upper case and easily readable.  Tags shall be similar in format to the following:    

|EQUIPMENT WARRANTYCONTRACTOR FURNISHED EQUIPMENT|

|MFG ________________   MODEL NO. _______________|

|                                                |

|SERIAL NO.  ____________________________________|

|                                                |

|CONTRACT NO.  __________________________________|

|                                                |

|CONTRACTOR NAME  _______________________________|

|                                                |

|CONTRACTOR ADDRESS  ____________________________|

|                                                |

|CONTRACTOR PHONE NO. ___________________________|

|                                                |

|DATE WARRANTY EXPIRES  _________________________|

|                                                |

|    IN CASE OF WARRANTY ACTION FIRST CONTACT    |

|         (Point of contact, including           |

|          name and telephone number.)           |

|                                                |

|                                                |

|EQUIPMENT WARRANTYGOVERNMENT FURNISHED EQUIPMENT|

|MFG ________________   MODEL NO. _______________|

|                                                |

|SERIAL NO.  ____________________________________|

|                                                |

|CONTRACT NO.  __________________________________|

|                                                |

|DATE EQUIPMENT PLACED IN SERVICE _______________|
In the case of equipment repaired or replaced by the Contractor during the warranty period, the Equipment Warranty tag shall be replaced or updated, as applicable, to indicate the scope of the repair/replacement and the new warranty expiration date in accordance with paragraph WARRANTY OF CONSTRUCTION.

3.2.3   Equipment Identification Nameplates

In addition to the warranty identification tags noted above, all major items of equipment shall be permanently marked with an identification name to identify the equipment by type or function and specific unit number as indicated in the drawings, schedules, submittal data, or as directed. Designation of items such as motors shall coincide with their designation in the motor control panel. Items such as pumps and air handlers shall coincide with their respective controller or disconnect. Unless otherwise specified, identification nameplates shall be made of laminated plastic in accordance with ASTM D 709 with black (red for fire protection related equipment items) outer layers and a white core. Edges should be chamfered. Plates shall be fastened with round-head drive screws or with an approved adhesive. In cases where a nameplate is to be installed on an irregular object the nameplate shall be attached using a corrosion resistant metallic chain looped around the object or an appurtenance through a hole drilled in the nameplate. Additionally, each access door or access panel shall be provided with matching Identification Nameplate providing the same information so that the equipment behind the access door can be identified without opening the access door. Similarly equipment located above suspended ceilings shall be provided with an Identification Nameplate applied to the suspended ceiling grid or at the wall near the wall angle providing matching information so that the equipment above ceiling can be located without removing ceiling panels.

As a minimum all significant items of equipment shall be provided with an Equipment Identification Nameplate. Items shall include, but not be limited to the following items:

Liquid Chiller Units                                  Air Handlers

Water Tanks                                              Meters

Glycol Tanks                                             Major Water Treatment System Items

Pumps                                                        Main Gas Shut Off Valve

Major Valves                                             Water Heaters

Boilers                                                       Humidifiers

Condensate Pumps                                    Steam Converter

Make Up Air Units                                   Condensers

VAV Units                                                Fan Coil Units

Unit Heaters

Electrical Panel Boards and sub-panels    Control Power Transformers

All Electrical Disconnects & Voltage       Control Devices

Starters                                                       Instrument Transformers

Safety Switches                                         Switchboards

Transformers                                             Switchgear

Motor Control Centers                              Motors

Equipment Enclosures                              Time Clocks

Communication Panels & Enclosures      Major Communication Equipment Items

DDC Control Panels and Subpanels        Motor Operated Dampers

Control Equipment        

Kitchen Equipment Items                         Fire protection equipment

Food Service Equipment                           Fire Protection Panels

Refrigeration and Freezing Equipment
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